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QUESTION 1:

Scope for Florence ATCT states that the existing elevator sump pump is to be
replaced in addition to a new back-up sump pump installation, with battery back-up
& accessories. There is no existing sump pit or pump in the elevator shaft (see
attached photo of FLO ATCT Elevator Pit). In order to install scope items 49, and
50, the basin of the pit would require demolition/excavation to create a sump pit in
the concrete shaft basin. Is this what the FAA desires?

Response 1:

Florence ATCT elevator sump pump is to be mounted within the equipment room area
with a remove float switch and piped suction line in the corner of the existing pit. Outlet
will be routed to exterior wall through the equipment room. See attached sketch RFI-001

QUESTION 2:

Scope for Myrtle Beach ATCT states a requirement for a S-year load test, scope
item 13, to be performed on the hydraulic elevator system. The 5-year load test is
normally on performed on traction type elevators, not hydraulic elevators. Would a
pressure test be more suitable?

Response 2:

At Myrtle Beach ATCT, delete requirement for a 5 year load test and provide for a
hydraulic pressure test.
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Sketch RFI-001

FLO ATCT Ground Level Floor Plan
Feb 2, 2011 FAA ATO ES
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